INSTALL PANELING ONLY WHEN PARAPET WALL EXCEEDS 2'-0" ABOVE ROOF DECK

PARAPET SECTION

SCALE: 1"=1'-0"

INSTALL 2 PIECE COUNTER FLASHING SYSTEM COMPONENT WITH THE FLAT SHEET FLASHING SYSTEM INSTALLATION

SET BASE FLASHING IN COLD APPLIED MODIFIED BITUMEN BASEMENT

BASE FLASHING MAX HEIGHT = 1-3/4"

DETAILS ARE SIMILAR FOR ALL PARAPET WALL CONDITIIONS WHERE EXTERIOR FINISH IS NOT PREVENT REPEITION WATERS AS REQUIRED.

SPACING OF FASTENERS MAY BE INCREASED WHERE WIND CLASSIFICATION ALLOWS.

APR 2010